





























Whilst this  level of control  is welcomed by users  it creates risk  in terms of energy performance, especially 
during the heating season. In older office buildings, facilities managers usually obtain energy information at 





and  summer  test periods  in a case  study building. A number of  limitations are discussed  including winter 






In  2015  in  the UK,  the  services  sector,  incorporating  public  administration  and  commercial  services, 
accounted  for  14%  of  total  final  consumption  of  energy.  Approximately  29%  of  the  services  sector 
(Commercial  offices  (8%),  Education  (13%)  and  Government  (8%)),  or  ~4%  of  overall  final  energy 
consumption can be attributed to office type buildings (DBEIS, 2016).  








being  achieved  through  innovation  in  management  and  operation  (TINA,  2012).  Clearly,  the  built 





the  unpredictable  behaviour  of  the  occupants  (Fabi  et  al.,  2012;  Schweiker  et  al.,  2012). Occupants will 




Wang & Greenberg, 2015). These buildings offer building occupants  control mainly  through  the ability  to 
open windows and adjust blinds. It should be noted however, that  if occupant behaviour appears to be ‘at 
odds’ with  the operating principles of  the building  this  is often due  to  inherent  limitations  in  the building 
design.  Access  to  window  openings  or  heating  controls  may  be  difficult  or  not  intuitive  to  operate  for 
example, not catering directly for the office users’ needs.  
Numerous  studies  in non‐domestic buildings  (PROBE, 1999; Clements‐Croome, 2006)  show  that users 
prefer buildings with facades with which they can  interact, as opposed to fully serviced spaces with sealed 
















risk  increasing winter space heating  loads. The window‐opening behaviour  in office buildings  is associated 
with both psychological and physical factors (Schweicker, 2010; Wei et al., 2011; Fabi et al., 2012). The main 
body of current research has focused on forecasting and modelling window opening behaviour patterns  in 
relation  to  thermal  discomfort  and  environmental  parameters.  These  include  indoor  and  the  outdoor 
temperature; with  indoor  temperature  showing  a more prominent  impact  (Raja et  al., 2001;  Inkarojrit & 
Paliaga, 2004; Nicol & Humphreys, 2004; Haldi & Robinson, 2008; Herkel et al., 2008).  
Some studies have  indicated  that  the window opening behaviour  in offices  is strongly affected by  the 
season (Herkel et al., 2008; Fabi et al., 2012) with the  least number of windows being open during winter 
and the most during summer, indicating air quality as a strong motivation. It is suggested that most window 
control activities  take place when  the occupant arrives and  leaves  the office and  the state of  the window 
remains constant during the majority of the workday (Fritsch et al., 1990; Yun & Steemers, 2008). However, 
thermal comfort and the environmental factors are not the only drivers of changing the state of a window. 
There are “internal or  individual  factors”  (Schweicker, 2010; Fabi et al., 2012)  that play an  important  role 
such  as  gender,  floor  level,  cultural background  and personal preference  (Wei et  al., 2011). This primary 
















risk  which  only  exists  on  a  ground  floor  office.  Here  we  are  highlighting  the  split  incentive  between 






Recent research  in economics and psychology has shown that non‐price  interventions,  including social 
approval,  consumption  feedback,  energy  reports  comparing  customers’  energy  usage  with  comparable 
households can have sizable effects on reducing energy usage, at least in the short‐term (Allcott & Sendhil, 






non‐domestic  buildings.  Amongst  the  few  exceptions,  prior  research  (Siero  et  al.,  2006)  indicates  that 
employees  change  behaviour  when  they  are  provided  with  tailored  feedback  about  specific  wasteful 
activities in the workplace (Coleman et al., 2013; Murtagh et al., 2013) and that this effect is stronger when a 
comparison with  the behaviour of a  similar group  is also conveyed. Ackerly & Brager highlight  that  lower 
levels of participation with signalling systems occurred with occupants who  tend  to pay  little attention  to 
their windows (Ackerly & Brager, 2013). Jain et al (Jain et al., 2012) assessed various eco‐feedback interfaces 







for participants  in building energy  interventions  to  receive effective  feedback on  their adaptive behaviour 
stating‘…occupants draw on a range of sources to form opinions about how well they know a building, how 





that  despite  the  differences  in  the  environment  between  houses  and  offices  individuals will  carry  some 
characteristics  of  their  background  that  will  affect  their  interaction  with  the  building  controls  in  the 
workspace. More recent work around energy consumption  feedback  in the workplace  (Foster et al., 2012; 
Jain  et  al.,  2013)  includes  more  general  studies  about  employee’s  perceptions  and  attitudes  around 
resources conservation and waste in the workplace. 
Providing  user  control  therefore,  poses  a  real  challenge  to  the  facilities manager.  ‘Happy  productive 
users’ prefer control of the façade, which is what well designed non‐domestic building environments should 
provide  (Clements‐Croome, 2006), but providing  this  control  introduces  significant heating  season energy 
performance  risk.  Naturally  ventilated  office  buildings  in  the  UK  in  particular,  often  have  very  limited 
building management systems which provide very poor  levels of  information to the facilities manager.  It  is 




opening,  blind  and  internal  lighting  usage.  This  information  could  then  be  used  to  inform  the  Facilities 









fairly  well  established  techniques.  Estimation  of  window  opening  status  is  a  far  more  difficult  task  and 
requires high frequency sampling of the facade to detect changes. Possible approaches include: 
(1) Magnetic  reed  switches  on  individual  windows,  but  this  is  generally  not  practical  for  retrofit. 













Prior  to developing  a  technical  solution  to window opening estimation  it  is  important  to understand  the 











important  role  to play, offices with centre pivot windows  for example, have a particular  issue with driven 
rain which means occupants ‘learn’ to close them through personal experience. 
In September 2015, an online questionnaire was sent by through a University mailing  list and then 
also  snowballed  (people  were  asked  to  forward  to  others  and  other  mailing  lists.  There  were  91  valid 
questionnaire  responses  (response  rate  unknown).  The  sample  comprised  32  female  and  59  male 
participants  aged  between  22  and  71  years  old  (median:  37).  The  online  survey  consisted  of  questions 




based on open ended  responses. That was dictated by  the  seasonal change between heating and cooling 
requirements in the UK and the differences expected to the occupants’ behaviour due to thermal comfort. A 
question asking about personal standpoint  in relation to energy saving  in general was  included  in order to 
explore the motivation of the participants and the level of their environmental awareness. 
   
Figure  1  Office  questionnaire  responses  ‐  user 
perception  of  wasteful  types  of  energy  related 
behaviour  in  a  naturally  ventilated  office.    'Leaving 
window open' responses are highlighted in red. 









would  adopt  resource  saving  habits  across  all  aspects  of  their  life.  Surprisingly,  the  vast majority  of  the 
respondents did not associate wasting heat with energy waste (i.e. appeared unaware of this issue) despite 
their  stated high  level of environmental awareness  (Figure 1). Most  responses  indicate  that occupants of 
office buildings are  inclined to save electricity but not heat. This decoupling of heat from energy ‘saving’  is 












window  open  overnight  during  winter  (Figure  3).  The  main  reason  for  leaving  the  window  open  was 















This  paper  details  the  technical  assessment  of  an  optical  camera  based  approach  to  determine window 
opening status of a facade of a naturally ventilated office building at the University of Southampton. 
3.1 Technical specification of optical camera based approach 
A 16 MP Samsung Galaxy digital  camera  (model EK‐GC100, 3G and Wi‐fi enabled)  running Android  is 
used  to  take  images  of  a  facade.  Facade  status  detection  is  based  on  the  geometrical  features  of  the 
windows and it is limited to hours of the day in which there is sufficient daylight to distinguish the windows 
in  the  captured  images.  The  images  acquired  from  the  digital  camera  are  automatically  and  periodically 
uploaded  via  FTP  to  a  server  for  processing.  Each  image  was  segmented  into  individual  windows.  Each 






each  image  (Hartley, 2004). This  is a matrix‐based  transformation which makes  the entire  façade appear 
perpendicular  to  (i.e "front  facing")  the camera. Because  the camera position  is  fixed with  respect  to  the 










5  bottom  row).  Again,  given  that  the  camera  position  is  fixed with  respect  to  the  building,  this manual 
operation is calculated only on the first frame, and then applied to all subsequent ones. 
 
Figure  5  Histogram  analysis  of  a  closed  (top),  partially  open  (middle)  and  open  (bottom)  window.  An 
asymmetric histogram is generated in the case of an open window. 
 
As outlined above,  the analysis of whether each window  is  ‘open’ or  ‘shut’  is based on  the dominant 
straight parallel lines found in each window. A standard edge detection operator, the Sobel filter (Gonzalez 
& Wood, 2008), with mask size 3 pixels, is applied to each ROI. This filter performs a two dimensional spatial 













that  correspond  to windows  (the values were  tuned empirically). A  threshold  is applied  to  the  smoothed 
histogram data to remove values below 1, which correspond to image noise, rather than actual edges. In the 
case of top hinged windows  (as observed  in this study), the most  informative edges are the ones that are 
vertical  or  close  to  vertical,  these  correspond  to  the  interval  (binned  distribution)  of  the  histogram 
surrounding  the  vertical  axis  (180  o):  from  112.5  o  to  247.5o.  This  interval  of  the  histogram  is  then 
automatically segmented  into  individual peaks. A Gaussian curve  is  then automatically  fitted  to each peak 














case of  (c)  in Figure 5). The output of  the analysis process  is  the window opening classification  state and 













a  minimum  open  angle  estimate  of  10  degrees  was  specified  to  classify  a  window  as  open.  This  does 












of  the overnight  status. An office user  could  choose  to open or  close  their window during  ‘dark working 
hours’ which the system will not detect. However,  if the first following morning state  is consistent the  last 










These  sensors  were  developed  by  the  research  team  and  Redfern  Electronics  Ltd.  The  datalogger 
comprises a MEMS  (Micro‐Electro‐Mechanical Systems) FXLS8471Q sensor, with raw acceleration signal as 
output expressed  in units of gravitational acceleration  (g). The specifications of  the sensor are as  follows: 
dimensions of 50x35x15mm, range of ±2g or 19.6 m/s2, sampling frequency of 12.5Hz, logging resolution of 







log  when  a  change  in  linear  acceleration  was  above  0.051  g  or  0.5  m/s2  was  detected.  The  linear 
acceleration  is defined as  the normalised magnitude of  the acceleration vector minus  the Earth’s gravity. 














CO2/humidity/temperature  datalogger  (Extech  SD800).  The  external  CO2  concentration  at window  height 

















of window  opening  for  seminar  rooms  on  the  East 
facade  of  the  Law  building,  University  of 
Southampton.  Tests  are  shown  for  two  rooms  ‘4A’ 
and ‘4B’ on the level 4 of the building. 
Figure  9  Calculated  correlation  between  facade 
opening status and air changes per hour. 0% =  fully 
closed, tilt angle = 0o, 100% = all windows fully open 
at  90o  tilt  angle.  Law  building,  University  of 






The  east  facade  of  the  Law  building  at  the University  of  Southampton was  used  to  test  the  camera 
window  system.  This  is  a  1960s  naturally  ventilated  semi‐cellular  office  and  seminar  room  building with 













view  of  the  windows  (Figure  10).  The  field  of  view  of  the  camera  is  around  60o,  at  a  distance  of 
approximately 10 metres  from  the closest window and 35 metres  from  the window  that  is  farthest away. 
The  heating  controls  in  the  building  are  generally  inaccessible  (which  from  our  experience  of  older  UK 
naturally  ventilated office buildings  is not unusual)  and  this exacerbates poor window behaviour – many 
users  feel  their only option  in  response  to overheating  is  to open  a window.  This  is not  to  say  that  this 
‘energy wasteful behaviour’  is the  ‘fault’ of the building user but more the provision of poor user controls 
within offices. The building is connected to the University’s combined heat and power (CHP) heat network – 
the heating strategy of  the campus  is essentially seasonal  in  terms of operation  (ON / OFF). Since the hot 
water supply of the heating system runs  in series from office to office,  if a number of neighbouring offices 
close their windows this raises the return water temperature, risking further overheating of offices further 
down  the heating  loop.  The unprotected,  in  terms of  solar  gain,  east  elevation  can  also  experience high 
levels  of  solar  gain  in  the morning,  especially  during  the winter  due  to  the  low  solar  zenith  angle.  This 










The summer period reported here  is 17/05/2015‐23/05/2015 and 7/06/2015‐20/06/2015  inclusive  (21 
days).  The  gap  in  the  sampling  corresponds  to  a  period  when  there  were  issues  with  the  camera’s 
automated  timed  image acquisition and FTP  transfer  software which have now been  resolved.   Over  the 
studied  period  3024  images  were  recorded,  each  of  which  was  then  split  into  40  ‘window  images’  for 
window  status determination using  the  automated  image processing described  above  (see  section 3  and 
Figure  5)  and  human  ‘by‐eye’  ground  truth  validation  of  the  raw  images  (manual  classification  of  each 
window  image  into  one  of  four  states).  The  total  number  of  window  images  to  analyse was  therefore, 


















The winter period  test period  shown here  is November 2015  (30 days) which unlike  the dry  summer 
period was characterised by several periods of rain. November was chosen as a study month as  it  is  in the 
middle of the 10 week term where office and teaching room use would be expected to be consistently high. 
Here we  report on  the  camera  system’s prediction of window  status  for 4  rooms on  this  facade  (level 1 
(ground), 2, 3 and 4) which  include selected accelerometer window measurement.  In total, across these 4 
rooms there are 19 windows. The estimated window opening  level across an  illustrative  five day period  is 
shown in Figure 12. In comparison to the summer period, we observed that windows were generally opened 
to a far smaller tilt angle and less frequently left open overnight. Driven rain was observed to be the primary 
driver  for subsequent closing of a window. To  further validate the camera system  in  the winter matchbox 
sized accelerometer loggers were mounted on nine windows of the facade within these 4 rooms. This 3‐axis 
MEMS  linear  accelerometer  50Hz  datalogger  enabled  (i)  the  monitoring  of  window  opening  behaviour 
(open/close), and  (ii)  the estimation of  the  top pivot opening pane’s  tilt angle  (see Figure 7). The camera 
system had  a post‐processing  tilt  threshold  set of 10 degree opening  for  a window  and  two  consecutive 









(Wednesday). Grey  periods  represent  the weekend  – where  9 windows with  accelerometers  recorded  no 
periods of opening. NOTE: camera based estimate of a  status during working hours only  is  shown  (07:00‐
19:00) 
 
The  daytime  accuracy  (07:00‐18:00)  of  the  camera  system  against  the MEMS  accelerometers  during 











The camera based system was observed  to produce a number of  false window open estimates  (~ 3%) 
during  the winter  period.  This  is  highlighted  in  Figure  13 which  compares  the  camera  and  3‐axis  logger 
assessment  of  two  windows.  In  the  level  2  room  (left  in  Figure  13),  there  are  false  positive  events  on 




















































of windows open at an angle of 20 degrees corresponds  to an effective air change  rate across  the entire 
facade of ~1.85 ac/h  (see Figure 12,  [(20o/90o) x 100 = 22%).  In contrast the air change rate of the facade 
with the windows closed (the infiltration rate) was measured at ~0.6 ac/h. The net air change rate associated 




















Here  we  assume  that  ‘out  of  hours’  corresponds  to  Monday:  Friday  (18:00‐08:00  inclusive)  and 
Saturday:Sunday  (00:00‐24:00  inclusive).  We  have  also  assumed  a  ‘heating  season’  of  five  months,  1st 
November:31st March  inclusive, which corresponds  to 2106 heating degree days between ambient and 21 
deg C. 
The  energy  implications  of  the  observed  open window  behaviour  for  this  period  –  if  this  effect was 
replicated across the above heating season would therefore be: ((1.25 x 83)/3) x 2106 W days for a typical 83 
m3, 36 m2 seminar room. This corresponds to a floor space heating load of 49 kWh/m2 annum.  
This approach delivers a quick,  first order estimate of heating  associated with  ‘out of hours’ window 
opening use. Clearly dynamic simulation modelling will deliver a more robust estimate but this is both time 
consuming  and  expensive  and  so  does  not  fit  with  the  premise  of  a  camera  system  which  is  a  widely 
deployable,  low cost solution.  If however, a Facilities Manager wishes to assess the energy  implications of 
window opening  in  further detail, clearly  the measured window patterns will  feed directly  into a dynamic 
model. 
The Display Energy Certificate (DCLG, 2015) of the case study building (rated F on a scale of A (best) to G 
(worst))  lists  the heating  load as 259 kWh/m2 annum and  the electrical  load as 102 kWh/m2 annum. This 
simple analysis estimates out of hours window behaviour to account for around 19% of the annual heating 
load of the building.  Display Energy Certificates are updated annually in public sector buildings and provide 












correlation  between  level  of  facade  opening  and  air  change  rate  enables  the  status  of  a  facade  to  be 
converted to an annual ‘window energy waste’ estimation.  Potential unnecessary window opening has been 
estimated at around 19% of annual heating load in the case study building. This figure should be considered 
as  the upper  limit of potential energy  saving as  clearly user behaviour will not  transition  to  the  ‘building 
physics ideal’ following any office user engagement approach. 
In  relation  to  future  work,  the  study  is  now  deploying  the  described  approach  across  six  naturally 
ventilated  buildings  at  the  University  of  Southampton.  These  buildings  will  form  the  basis  of  a  control: 
intervention(s)  longitudinal  six  month  study  where  we  will  apply  the  window  diagnostic  software  to 
automatically engage with building users. This longitudinal study will test escalating levels of intervention in 
terms  of  ‘personalisation’  from  ‘your  building’  to  ‘your  office’  and  ‘how  you  perform  in  relation  to  your 
peers’.  This  reflects  the  current  literature  in  this  field where  providing  contextual  information  has  been 
shown to deliver far greater levels of user engagement. Here we will determine the level of personalisation 
required and if sustained behaviour change / engagement can be achieved using such a system. 
From  a  building  management  perspective,  seamless  automated  engagement  with  building  users  is 
attractive, but this must be realised with low operative cost. In this respect, email is the probably the easiest 

















the  requirement  for  fixed camera  locations. This also opens up more unusual options  for sourcing  images 
such as wider crowdsourcing, security staff or from the building users themselves. However,  in addition to 
technical  issues,  there are a number of ethical  issues associated with  imaging of a workplace  facade and 
contextual engagement with office users which have to addressed at the facilities manager and office user 
level.  Quantifying  the  summer  benefits  of  better  use  of  thermal  mass  (night  time  pre‐cooling)  through 
optimised  window  opening  is  a  more  complex  and  building  specific  problem  than  the  winter  example 
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SUPPORTING DATA 
Selected datasets which underly the analysis reported in this paper are available to download from the 
eprints.soton.ac.uk repository.  
BRI_APERIO_DATA.zip 17/01/2017 09:29 12,752 KB 
This archive has the following: 
(1) Data archive explanation document, data_explanation_BRI_bourikas_APERIO.pdf 
(2) Raw accelerometer data, folder ..\accelerometer\ 
(3) Unprocessed camera images for summer and winter case, under bright and dull conditions, 
folder ..\camera_images 
(4)  Room carbon dioxide measurements (ppm), folder ..\CO2 
